\zlill(@ L.A.B.S.

Motok: 89,3 Im
KayecTBo cBeTa: MHTeHC.: 282 cd

LieeToBasa Temneparypa:

[ 300008 :j 4 PLANES

HaseaHue npopgykra:
Cuna cBeTta - LS-Q5

Darta v Bpems:

31.08.2018 15:42:00

OononHutenbHas MHopmMaumsa:
Pexunm - MowHoctb 100%
PaccokycupoBaHHbIN ny4
War 0,5 rpaayca

37°
Yron nyuka

LBeT

CIE1931
x: 0,410
y: 0,385

CnekTp

LML__- —

Light measurement was created using the Viso Systems - Light Inspector. www.visosystems.com
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Beam details 20f 3
Distance (meter) 1m 2m 3m 4m 5m
Distance (feet) 3,3 ft 6,6 ft 9,8 ft 13,1 ft 16,4 ft

11 Ix
17 Ix
31 Ix
Lux* 69 Ix
276 Ix
37°
beam center
25,6 fcd
Footcandles*
6,4/fcd
*measured at 2:8 fcd
center of beam
1,6/fcd
1,0/fcd
Beam width (meter) 0,7m 1,3m 2m 2,7m 3,3m
Beam width (feet) 2,2 ft 4.4 ft 6,6 ft 8,8 ft 11 ft
Intensities in 0° c-plane
0° 2° 4° 6° 8° 10° | 12° | 14° | 16° | 18° | 20° | 22° | 24° | 26° | 28° | 30° | 32° | 34° | 36° | 38°
276 | 265 | 256 | 247 | 233 | 209 | 197 | 183 | 162 | 135 | 99 51 9 7 5 6 2 2 1 1
100% | 96% | 93% | 90% | 84% | 76% | 71% | 66% | 59% | 49% | 36% | 18% | 3% | 3% | 2% | 2% | 1% | 1% | 0% | 0%
Intensities in 90° c-plane
0° 2° 4° 6° 8° 10° | 12° | 14° | 16° | 18 | 20° | 22° | 24° | 26° | 28° | 30° | 32° | 34° | 36° | 38°
276 | 274 | 261 | 247 | 235 | 225 | 209 | 193 | 172 | 143 | 114 | 78 12 9 6 5 3 2 1 1
100% | 99% | 95% | 90% | 85% | 82% | 76% | 70% | 62% | 52% | 41% | 28% | 5% | 3% | 2% | 2% | 1% | 1% | 0% | 0%
Intensities in 180° c-plane
0° 2 4° 6° 8° 10° | 12° | 14° | 16° | 18 | 20° | 22° | 24° | 26° | 28 | 30° | 32° | 34° | 36° | 38°
276 | 269 | 257 | 244 | 226 | 210 | 197 | 183 | 171 | 156 | 129 | 97 25 10 8 6 4 2 1 1
100% | 98% | 93% | 89% | 82% | 76% | 71% | 66% | 62% | 57% | 47% | 35% | 9% | 4% | 3% | 2% | 1% | 1% | 1% | 0%
Intensities in 270° c-plane
0° 2° 4° 6° 8° 10° | 12° | 14° | 16° | 18° | 20° | 22° | 24° | 26° | 28° | 30° | 32° | 34° | 36° | 38°
276 | 275 | 267 | 257 | 243 | 233 | 216 | 199 | 183 | 158 | 127 | 85 12 9 6 5 3 2 1 1
100% | 100% | 97% | 93% | 88% | 85% | 78% | 72% | 66% | 57% | 46% | 31% | 4% | 3% | 2% | 2% | 1% | 1% | 0% | 0%
Beam angle 50% Field angle 10% Cutoff angle 2,5% Intensity ratio in 120° cone Intensity ratio in 90° cone
37,0° 46,4° 53,9° 96,9% 95,9%
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Colormetrics 30f3
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